
The relay wire terminals are in different places for the Gen 1 relay vs the Gen 2 relay. Recommended to label the wires on the old relay prior to removing the 
wires to terminate on the new relay. Figure on the left shows the Gen 1 relay with terminals labeled and color-coded. Figure on the right shows the Gen 2 with 
the terminals labeled and color-coded. 

 

 

 


