RIH Auto / Manual Keyswitch
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When in O, the RIH is in full control of the
system.
When switched to MANUAL, fluid control is
bypassed and all fluids are available for

dispensing without requiring authorization.
While the RIH Unit is in manual mode, the fuel
and fluids will be recorded to Vehicle 0 instead
of the actual vehicle. Manual mode should only
be used in an emergency, and may well result in
the loss of important fueling data.

Any switch change (Auto to Manual, or Manual
to Auto) will generate email and text alerts to the




